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Stone Supplies Holdings LTD. Date: 27/01/2025 
Northway, 
Gloucester Road North, 
Filton, 
Bristol, 
BS34 7QH. 
 
 
Test requirements: To determine the compressive strength of masonry units in accordance with  
 BS EN 772-1: 2011 
Sample details: 
 
Type of unit:  Solid Block 
Laboratory Ref. No.:  S128426  
Client Ref. No.:  Concrete Blocks (1-6) 
Date and time cast:  Unknown 
Date of receipt at Lab:  16/12/2024 
Date of Test:  15/01/2025  
Sampling location:  Unknown 
Sample Source:  Unknown 
Sampled by:  Client 
Number of Specimens:  6 (Six) 
Method of Surface Preparation: N/A 
Conditioning Method:                                7.3.5 – Immersion 
 
RESULTS: 

 
Specimen 

No. 

Plan Dimensions 
(mm) 

Load 
(N) 

Individual 
Strength 
(N/mm2) 

Equivalent Air-
Dried Compressive 
Strength (N/mm2) 

Normalized 
Compressive 

Strength (N/mm2) Length Width 

1 434.3 96.9 289840 6.9 8.3 11.2 

2 435.7 97.3 328710 7.8 9.4 12.7 

3 435.4 97.4 298010 7.0 8.4 11.3 

4 434.4 96.8 307610 7.3 8.8 11.9 

5 435.7 97.3 291420 6.9 8.3 11.2 

6 435.3 96.8 289970 6.9 8.3 11.2 

Compressive Strength of Sample (N/mm2) 7.1 8.6 11.6 

Standard Deviation 0.4 0.4 0.6 

Coefficient of Variation (%) 5.1 5.2 5.3 
 
 

COMMENTS / DEPARTURE FROM SPECIFIED PROCEDURE 
 

 

Report checked and approved by: 

 
Aled Roberts 
Concrete Team Manager 

 


